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CONCRETE BLOCK CENTERED UNDER VALVE
FOR SUPPORT. (MIN., BLOCK SIZE,
100 mm x 200 mm x 400 mm)

NOTE:

VALVE BOX SHALL BE CENTERED ON VALVE AND SET
ON COMPACTED BACKFILL., IN NO CASE SHALL THE
VALVE BOX BE SUPPORTED BY THE VALVE BODY

MAINLINE VALVE
NOT TO SCALE

4/1/98

REVISED



